NOTIFICATION APPLIANCE CIRCUIT
VOLTAGE DROP & POWER REQUIREMENTS

CKT AV3: 50B 3RD-7TH FLRS [FAP—01-508]
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NOTIFICATION APPLIANCE CIRCUIT
VOLTAGE DROP & POWER REQUIREMENTS

CKT AV4: BANK 480 SUBSTATION [FAP-01B-50B]
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